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Draft Language for Informal Comment:  
Chapters 246-370 and 246-366 WAC 

Draft Language for Informal Comment: Chapter 246-370 WAC 

WAC 246-370-001: Purpose  

The purpose of this chapter is to set minimum environmental health and safety standards 
for school facilities operated for the primary purpose of providing education. 

WAC 246-370-005 Definitions 

(1)“Air contaminant” means pollutants in the air that could, depending on dose and 
circumstances, cause adverse health impacts. 

(2) “Decibel (dB)” means a standard unit of measurement of sound pressure. 

(3) “Decibel, A-weighted (dBA)” means a decibel measure that has been weighted in 
accordance with the A-weighting scale. The A-weighting adjusts sound level as a function 
of frequency to correspond approximately to the sensitivity of human hearing. 

(4) “Department” refers to the Washington State Department of Health. 

(5) “Emergency washing facilities” means equipment such as emergency showers, 
eyewashes, eye/face washes, hand-held drench hoses, or other similar units. 

(6) “Emissions” mean substances released into the air, including gases and particles, from 
various sources. 

(7) “Equivalent Continuous Sound Level” or “Leq” means the sound pressure level of a 
noise fluctuating over a period of time, expressed as the amount of average energy. 

(8) “Foot candle” means a unit of measure of the intensity of light falling on a surface, 
equal to one lumen per square foot. 

(9) “Imminent health hazard” means a significant threat or significant danger to health or 
safety that requires immediate action to prevent serious illness, injury, or death. 

(10) “Integrated pest management” means a program that reduces sources of food, water, 
and shelter for pests by using the least toxic pest controls when necessary. 
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(11) “Local board of health” means the county or district board of health as defined in RCW 
70.05.010(3). 

(12) “Local health officer” means a legally qualified physician who has been appointed as 
the health officer for the county or district public health department as defined in RCW 
70.05.010(2) or their authorized representative. 

(13) “New construction” means new buildings or structures, including construction of 
additions to existing school facilities and reconstruction or retrofitting of an existing 
building not originally intended for use as a school facility. New construction does not 
include reconstruction of an existing school facility. 

(14) “Noise abatement” means measures taken to reduce unacceptable sounds or 
vibrations. 

(15) “Noise criterion” means a single number for rating the sound quality of a room by 
comparing actual or calculated sound level spectra with a series of established octave 
band spectra. 

(16) “Noise criterion 35 (NC35)” means the curve for specifying the maximum permissible 
sound pressure level for each frequency band. 

(17) “OSPI” refers to the Washington Office of Superintendent of Public Instruction. 

(18) “Portable” means any school building with a prefabricated structure that can be 
transported and installed on-site to provide additional educational space. 

(19) “Preschool” means an educational establishment or learning space offering early 
childhood education to children not old enough to attend kindergarten. 

(20) “Readiness Plan” means a written guide to ensure the health and safety of the 
occupants of a school facility in the event of a particular hazard, such as extreme heat or 
wildfire smoke. 

(21) “School” means any public institution of learning where the primary purpose is 
educational instruction for children in any grade from kindergarten through grade twelve, 
including transition programs, programs where students will advance to grade one the 
following year, and related activities by the public school as defined in RCW 28A.150.010 
and any private school or private institution regulated by chapter 28A.195 RCW. 

(22) “School facility” means all buildings and land intended primarily for student use 
including, but not limited to portables, sports fields, playgrounds, classrooms, and 
common areas. 
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(23) “School official” means a member of the school district or school staff who has the 
authority to make decisions on behalf of the district or school to maintain and improve 
environmental health and safety within the limitations of this rule. 

(24) “Site assessment” means an evaluation of any historical or other readily available 
information on site conditions and surroundings to evaluate whether the site poses a 
potential hazard to human health and determine if further investigation is needed. 

(25) “Source capture system” means a mechanical exhaust system designed and 
constructed to capture air contaminants at their source and release air contaminants to 
the outdoor atmosphere. 

(26) “Specialized room” means a space or room that has a specific function that uses 
equipment, furniture, or supplies not found in a standard room that are a potential health 
and safety risk. This may include but is not limited to a career and technical education 
room, laboratory, art room, or health room. 

(27) “Stationary machinery” means equipment that is designed to be installed in a fixed 
location and does not require intermittent movement to service different needs. 

(28) “Transition services” means a coordinated set of activities as defined in WAC 392-
172A-01190. 

WAC 246-370-010 Applicability 

(1) This chapter applies to all school facilities operated for the primary purpose of providing 
education, including those primary and secondary school facilities that offer preschool 
education or transition services. This chapter does not apply to: 

(a) Any facility or part of a facility that is licensed by the department of children, youth, 
and families under Title 110 WAC; 

(b) Private residences used for home-based instruction as defined by RCW 
28A.225.010(4); 

(c) Facilities hosting educational programs where educational instruction is not a 
primary purpose, including, but not limited to, detention centers, jails, hospitals, 
mental health units, or long-term care facilities; 

(d) Private facilities where tutoring is the primary purpose; 

(e) Public or private postsecondary education facilities providing instruction to 
students enrolled in secondary school; and 
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(f) State-tribal education compact schools established under chapter 28A.715 RCW. 

(2) Additional environmental health and safety rules that apply to school facilities include, 
but are not limited to: 

(a) Chapter 246-215 WAC regarding facility and equipment sanitation, food 
preparation, food storage, and food temperature control; 

(b) Chapter 246-217 WAC regarding food service workers, including contracted staff 
and volunteers, who must maintain a current food worker card as set forth in chapter 
246-217 WAC; 

(c) Chapters 246-260 and 246-262 WAC, as applicable, regarding water Recreation 
Facilities or aquatic venues; 

(d) WAC 51-54A-0915 regarding the installation and maintenance of carbon monoxide 
detection and alarms in mechanical rooms and occupied zones; and 

(e) RCW 43.70.830 through 43.70.845 regarding lead in drinking water if the facility was 
built or all plumbing was replaced before 2016. 

(3) Schools must use sewer and liquid waste disposal that is connected to a municipal 
sewage disposal system or an on-site sewage disposal system designed, constructed and 
maintained under chapter 246-272A or 246-272B WAC. 

(4) Schools must provide drinking water from public water supplies regulated under 
chapters 246-290 or 246-291 WAC. 

(5) These rules are not intended to replace or supersede the department of labor and 
industries' authority and jurisdiction under Title 296 WAC over employee safety and health. 

(6) These rules are not intended to replace building code council requirements under Title 
51 WAC. In the event this chapter is more stringent to protect health and safety it may 
supersede Title 51 WAC. 

(7) If the local permitting jurisdiction received a complete building permit application for 
school construction before the effective date of this chapter, the construction-related 
requirements of chapter 246-366 WAC apply.  

WAC 246-370-015: Good Safety Practice and Guidance 

(1) Except where more specific requirements apply, school facilities must apply good 
safety practices to conditions which present a potential hazard to occupants of the school. 
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(2) The department in cooperation with OSPI shall review potentially hazardous conditions 
in schools which are not aligned with good safety practice, especially in specialized rooms. 

(3) The department and OSPI shall jointly prepare a guide for use during routine school 
inspections to identify issues relating to good safety practices. The guide should include 
recommendations for safe facilities and safety practices. 

(4) The guide shall be reviewed and updated at least every five years. 

WAC 246-370-050 General Building Requirements 

A school official shall ensure that school facilities: 

(1) Are clean and in good repair; 

(2) Do not attract, shelter, or promote the propagation of insects, rodents, bats, birds, or 
other pests of public health significance; 

(3) Have floors that suit the intended use, allow easy cleaning, and dry easily to inhibit 
mold growth and mitigate fall risks; 

(4) Have no projections from the finished ceiling that are less than seven clear vertical feet 
from the finished floor; 

(5) Have vacuum breakers or backflow prevention devices installed on hose bibs, sinks, 
and supply nozzles where hoses or tubing can be connected; 

(6) Provide proper storage for student jackets or backpacks, play equipment, and 
instructional equipment to mitigate trip, pest, or other public health hazards; 

(7) Contain toilet and handwashing facilities that are accessible for use during school 
hours and scheduled events; 

(8) Provide handwashing stations equipped with: 

(a) Soap; 

(b) Single-use towels, disposable towels, blower, or equivalent hand-drying device; 

(c) Fixtures with water temperatures that do not exceed 120-degrees Fahrenheit; and 

(d) Fixtures that deliver at least 10 seconds of running water if they are self-closing, 
metering faucets. 

(9) Provide toilet paper in restrooms. 
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WAC 246-370-070 Indoor Air Quality and Ventilation 

A school official shall ensure: 

(1) The implementation of a written indoor air quality plan within five years of the effective 
date of this section that includes: 

(a) Identified areas of indoor air quality concerns and development of preventive 
measures to address the concerns; 

(b) A schedule to perform routine inspections of heating, ventilation, and cooling 
systems; 

(c) An integrated pest management plan; 

(d) A plan with identified actions for ensuring health and safety for periods of increased 
health risk or poor outdoor air quality; 

(2) The development and implementation of a plan to test for radon every five years in 
regularly occupied areas on or below ground level; 

(3) The prohibition of air fresheners, candles, or other products that contain fragrances; 

(4) The minimization of student exposure to construction activities that generate emissions 
by physically containing the activities or conducting activities when students are not 
present. 

WAC 246-370-080 Temperature 

(1) A school official shall ensure the development of an extreme temperature readiness 
plan and implement the plan when a school facility is occupied by students. 

(2) A school official may consult with a local health officer to develop an extreme 
temperature readiness plan. 

WAC 246-370-090 Noise 

A school official shall ensure: 

(1) For new construction: 
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(a) Ventilation equipment or other equipment that will contribute to mechanical noise 
sources in a classroom must include designs that ensure that the background sounds 
conform to a noise criterion curve or equivalent not to exceed NC-35. The school 
official shall certify that equipment and features are installed according to the 
approved plans; 

(b) The actual background noise at any student location within a newly constructed 
classroom must not exceed 45 dBA (Leqx) and 70 dB(Leqx) (unweighted scale) where x 
is thirty seconds or more. The health officer shall determine compliance with this 
section when the ventilation system and the ventilation system’s noise generating 
components, such as the condenser, heat pump, and other similar components are in 
operation; and 

(c) The maximum ambient noise level in specialized rooms shall not exceed 65 dBA 
when all fume and dust exhaust systems are operating. 

(2) Portable classrooms constructed before January 1, 1990, moved within the same 
school property or the same school district, are excluded from the requirements of this 
section if the portable classrooms: 

(a) Do not alter the noise abatement features; 

(b) Do not increase noise-generating features; 

(c) Were previously used for classroom instruction; 

(d) Do not change ownership; and 

(e) Are located on a site that meets the noise assessment requirements set forth in 
WAC 246-370-020(3)(c). 

(3) The maximum noise exposure for students in classrooms shall not exceed the levels 
specified in Table 1; 

(4) Activities that expose students to sound levels equal to or greater than 115 dBA are 
prohibited; and 

(5) Students are provided with and required to use personal protective equipment where 
noise levels exceed those specified in Table 1. Personal protective equipment must reduce 
student noise exposure to comply with the levels specified in Table 1. 
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Table 1 Maximum noise exposures permissible 

Duration per Day (hours) Sound Level (dBA) 
8 85 
6 87 
4 90 
3 92 
2 95 
1— ½ 97 
1 100 
½ 105 
¼ 110 

WAC 246-370-100 Lighting 

A school official shall ensure that: 

(1) Light intensities that meet or exceed those specified in Table 2 are provided. Natural 
lighting, energy-efficient lighting systems, lighting fixtures, or bulbs may be used to 
maintain the minimum lighting intensities. 

Table 2 

Lighting intensities measured 30 inches above the floor or on working or teaching surfaces. 
Some lighting fixtures may require a start-up period before reaching maximum light output. 

Task 

Min. Foot 
Candle  
Intensity 

Specialized rooms where safety is of prime consideration or fine detail 
work is done, for example, family and consumer science laboratories, 
science laboratories (including chemical storage areas), shops, 
drafting rooms, and art and craft rooms. 

50 

Kitchen and food preparation areas.  50 
General instructional areas, for example, study halls, lecture rooms, 
and libraries. 

30 

Gymnasiums: main and auxiliary spaces, shower rooms and locker 
rooms. 

20 

Non-instructional areas including auditoriums, lunchrooms, food 
storage rooms, assembly rooms, corridors, stairs, storerooms, and 
restrooms. 

10 
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(2) Excessive brightness and glare in all instructional areas is controlled and shall ensure 
surface contrasts and direct or indirect glare does not cause excessive eye 
accommodation or eye strain problems; 

(3) Sun control to exclude direct sunlight from window areas and skylights of instructional 
areas, assembly rooms, and meeting rooms during at least 80 percent of the normal 
school hours is provided. Sun control is not required for sun angles less than 42 degrees up 
from the horizontal. Sun control is not required if air conditioning is provided, or special 
glass is installed having a total solar energy transmission factor of less than 60 percent; 

(4) Lighting in a manner that minimizes shadows and other lighting deficiencies on work 
and teaching surfaces is provided; and 

(5) Windows in sufficient number, size, and location to enable students to see outside at 
least 50 percent of the school day are provided. Windows are optional in specialized 
rooms. 

WAC 246-370-110 Injury Prevention 

A school official shall ensure the use of fragrance-free and low-hazard cleaning and 
sanitation supplies when available or ensure cleaning at a time and manner that would 
limit exposure to students. 

WAC 246-370-170 Severability 

If any provision of this chapter or its application to any person or circumstance is held 
invalid, the remainder of the chapter or the application of the provision to other persons or 
circumstances is not affected. 
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Draft Rule for Informal Comment: Chapter 246-366 WAC 

246-366-001 Introduction. 

These rules and regulations are established as minimum environmental standards for 
educational facilities and do not necessarily reflect optimum standards for facility planning 
and operation. 

 

246-366-005 Purpose.  

The purpose of this chapter is to maintain minimum environmental health and safety 
standards for school facilities until legislative action allows for full or partial 
implementation of new standards, intended to replace or supersede this chapter.  In 
addition to the subsections in this chapter, schools that serve students in grades 
Kindergarten through 12 must comply with the requirements of Chapter 246-370 WAC.  

 

246-366-010 Definitions.  

The terms used in this chapter have the same meanings as the terms defined in Chapter 
246-370-005 WAC. 

The following definitions shall apply in the interpretation and the enforcement of these 
rules and regulations:  

(1) "School" - Shall mean any publicly financed or private or parochial school or facility 
used for the purpose of school instruction, from the kindergarten through twelfth grade. 
This definition does not include a private residence in which parents teach their own 
natural or legally adopted children.  

(2) "Board of education" - An appointive or elective board whose primary responsibility is 
to operate public or private or parochial schools or to contract for school services.  

(3) "Instructional areas" - Space intended or used for instructional purposes.  

(4) "New construction" - Shall include the following:  

(a) New school building.  

(b) Additions to existing schools.  

(c) Renovation, other than minor repair, of existing schools.  
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(d) Schools established in all or part of any existing structures, previously designed 
or utilized for other purposes.  

(e) Installation or alteration of any equipment or systems, subject to these 
regulations, in schools.  

(f) Portables constructed after the effective date of these regulations.  

(5) "Occupied zone" - Is that volume of space from the floor to 6 feet above the floor 
when determining temperature and air movement, exclusive of the 3 foot perimeter on the 
outside wall.  

(6) "Site" - Shall include the areas used for buildings, playgrounds and other school 
functions.  

(7) "Portables" - Any structure that is transported to a school site where it is placed or 
assembled for use as part of a school facility.  

(8) "Health officer" - Legally qualified physician who has been appointed as the health 
officer for the city, town, county or district public health department as defined in 
RCW 70.05.010(2), or his authorized representative.  

(9) "Secretary" - Means secretary of the Washington state department of health 
or the secretary's designee.  

(10) "Department" - Means Washington state department of health.  

 

246-366-020 Substitutions. 

The secretary may allow the substitution of procedures or equipment for those outlined in 
these regulations, when such procedures or equipment have been demonstrated to be 
equivalent to those heretofore prescribed. When the secretary judges that such 
substitutions are justified, he shall grant permission for the substitution in writing. 
Requests for substitution shall be directed to the jurisdictional health officer who shall 
immediately forward them, including his recommendations, to the secretary. All decisions, 
substitutions, or interpretations shall be made a matter of public record and open to 
inspection. 

 

246-366-030 Site approval. 

http://app.leg.wa.gov/RCW/default.aspx?cite=70.05.010
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(1) Before a new school facility is constructed, an addition is made to an existing school 
facility, or an existing school facility is remodeled, the board of education shall obtain 
written approval from the health officer that the proposed development site presents no 
health problems. The board of education may request the health officer make a survey and 
submit a written health appraisal of any proposed school site. 

(2) School sites shall be of a size sufficient to provide for the health and safety of the school 
enrollment. 

(3) Noise from any source at a proposed site for a new school, an addition to an existing 
school, or a portable classroom shall not exceed an hourly average of 55 dBA (Leq 60 
minutes) and shall not exceed an hourly maximum (Lmax) of 75 dBA during the time of day 
the school is in session; except sites exceeding these sound levels are acceptable if a plan 
for sound reduction is included in the new construction proposal and the plan for sound 
reduction is approved by the health officer. 

 

246-366-040 Plan review and inspection of schools. 

(1) Any board of education, before constructing a new facility, or making any addition to or 
major alteration of an existing facility or any of the utilities connected with the facility, shall: 

(a) First submit final plans and specifications of such buildings or changes to the 
jurisdictional health officer; 

(b) Shall obtain the health officer's recommendations and any required changes, in 
writing; 

(c) Shall obtain written approval from the health officer, to the effect that such plans 
and specifications comply with these rules and regulations. 

(2) The health officer shall: 

(a) Conduct a preoccupancy inspection of new construction to determine its 
conformity with the approved plans and specifications. 

(b) Make periodic inspections of each existing school within his jurisdiction, and 
forward to the board of education and the administrator of the inspected school a 
copy of his findings together with any required changes and recommendations. 

 

246-366-050 Buildings. 
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(1) Buildings shall be kept clean and in good repair. 

(2) Instructional areas shall have a minimum average ceiling height of 8 feet. Ceiling height 
shall be the clear vertical distance from the finished floor to the finished ceiling. No 
projections from the finished ceiling shall be less than 7 feet vertical distance from the 
finished floor, e.g., beams, lighting fixtures, sprinklers, pipe work. 

(3) (2) All stairway[s] and steps shall have handrails and nonslip treads. 

(4)(3) The floors shall have an easily cleanable surface. 

(5) The premises and all buildings shall be free of insects and rodents of public health 
significance and conditions which attract, provide harborage and promote propagation of 
vermin. 

(6)(4) All poisonous compounds shall be easily identified, used with extreme caution, and 
stored in such a manner as to prevent unauthorized use or possible contamination of food 
and drink. 

(7) There shall be sufficient space provided for the storage of outdoor clothing, play 
equipment and instructional equipment. The space shall be easily accessible, well lighted, 
heated and ventilated. 

(8) Schools shall be provided with windows sufficient in number, size and location to 
permit students to see to the outside. Windows are optional in special purpose 
instructional areas including, but not limited to, little theaters, music areas, multipurpose 
areas, gymnasiums, auditoriums, shops, libraries and seminar areas. No student shall 
occupy an instructional area without windows more than 50 percent of the school day. 

(9) Exterior sun control shall be provided to exclude direct sunlight from window areas and 
skylights of instructional areas, assembly rooms and meeting rooms during at least 80 
percent of the normal school hours. Each area shall be considered as an individual case. 
Sun control is not required for sun angles less than 42 degrees up from the horizontal. 
Exterior sun control is not required if air conditioning is provided, or special glass installed 
having a total solar energy transmission factor less than 60 percent. 

 

246-366-060 Plumbing, water supply and fixtures. 

(1) Plumbing: Plumbing shall be sized, installed, and maintained in accordance with the 
state building code. However, local code requirements shall prevail, when these 
requirements are more stringent or in excess of the state building code. 
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(2) Water supply: The water supply system for a school shall be designed, constructed, 
maintained and operated in accordance with chapter 246-290 WAC. 

(3) Toilet and handwashing facilities. 

(a) Adequate, conveniently located toilet and handwashing facilities shall be provided for 
students and employees. At handwashing facilities soap and single-service towels shall be 
provided. Common use towels are prohibited. Warm air dryers may be used in place of 
single-service towels. Toilet paper shall be available, conveniently located adjacent to 
each toilet fixture. 

(b) The number of toilet and handwashing fixtures in schools established in existing 
structures, previously designed or utilized for other purposes shall be in accordance with 
the state building code. However, local code requirements shall prevail, when these 
requirements are more stringent or in excess of the state building code. 

(c) Toilet and handwashing facilities must be accessible for use during school hours and 
scheduled events. 

(d) Handwashing facilities shall be provided with hot water at a maximum temperature of 
120 degrees Fahrenheit. If hand operated self-closing faucets are used, they must be of a 
metering type capable of providing at least ten seconds of running water. 

(4) Showers: 

(a) Showers shall be provided for classes in physical education, at grades 9 and above. An 
automatically controlled hot water supply of 100 to 120 degrees Fahrenheit shall be 
provided. Showers with cold water only shall not be permitted. 

(b) Drying areas, if provided, shall be adjacent to the showers and adjacent to locker 
rooms. Shower and drying areas shall have water impervious nonskid floors. Walls shall be 
water impervious up to showerhead heights. Upper walls and ceiling shall be of smooth, 
easily washable construction. 

(c) Locker and/or dressing room floors shall have a water impervious surface. Walls shall 
have a washable surface. In new construction, floor drains shall be provided in locker and 
dressing areas. 

(d) If towels are supplied by the school, they shall be for individual use only and shall be 
laundered after each use. 

 

246-366-070 Sewage disposal. 

http://app.leg.wa.gov/WAC/default.aspx?cite=246-290
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All sewage and waste water from a school shall be drained to a sewerage disposal system 
which is approved by the jurisdictional agency. On-site sewage disposal systems shall be 
designed, constructed and maintained in accordance with chapters 246-272 and 173-
240 WAC. 

 

246-366-080 Ventilation. 

(1) All rooms used by students or staff shall be kept reasonably free of all objectionable 
odor, excessive heat or condensation. 

(2) All sources producing air contaminants of public health importance shall be controlled 
by the provision and maintenance of local mechanical exhaust ventilation systems as 
approved by the health officer. 

 

246-366-090 Heating. 

The entire facility inhabited by students and employees shall be heated during school 
hours to maintain a minimum temperature of 65 degrees Fahrenheit except for 
gymnasiums which shall be maintained at a minimum temperature of 60 degrees 
Fahrenheit. 
 

246-366-100 Temperature control.  

Heating, ventilating and/or air conditioning systems shall be equipped with automatic 
room temperature controls.  

 

246-366-110 Sound control.  

(1) In new construction, plans submitted under WAC 246-366-040 shall specify ventilation 
equipment and other mechanical noise sources in classrooms are designed to provide 
background sound which conforms to a noise criterion curve or equivalent not to exceed 
NC-35. The owner shall certify equipment and features are installed according to the 
approved plans.  

(2) In new construction, the actual background noise at any student location within the 
classroom shall not exceed 45 dBA (Legx) and 70 dB (Leqx) (unweighted scale) where x is 
thirty seconds or more. The health officer shall determine compliance with this section 

http://app.leg.wa.gov/WAC/default.aspx?cite=246-272
http://app.leg.wa.gov/WAC/default.aspx?cite=173-240
http://app.leg.wa.gov/WAC/default.aspx?cite=173-240
https://app.leg.wa.gov/WAC/default.aspx?cite=246-366&full=true#246-366-040
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when the ventilation system and the ventilation system's noise generating components, 
e.g., condenser, heat pump, etc., are in operation.  

(3) Existing portable classrooms, constructed before January 1, 1990, moved from one site 
to another on the same school property or within the same school district are exempt from 
the requirements of this section if the portable classrooms meet the following:  

(a) Noise abating or noise generating features shall not be altered in a manner that may 
increase noise levels;  

(b) The portable classrooms were previously in use for general instruction;  

(c) Ownership of the portable classrooms will remain the same; and  

(d) The new site is in compliance with WAC 246-366-030(3).  

(4) In new construction, the maximum ambient noise level in industrial arts, 
vocational agriculture and trade, and industrial classrooms shall not exceed 65 dBA when 
all fume and dust exhaust systems are operating.  

(5) The maximum noise exposure for students in vocational education and music areas 
shall not exceed the levels specified in Table 1.  

TABLE 1  

MAXIMUM NOISE EXPOSURES PERMISSIBLE  

Duration per day  

(hours)  

   Sound Level  

(dBA)  

8     hours     85     

6     hours     87     

4     hours     90     

3     hours     92     

2     hours     95     

1-1/2     hours     97     

1     hour     100     

1/2     hour     105     

1/4     hour     110     

https://app.leg.wa.gov/WAC/default.aspx?cite=246-366&full=true#246-366-030
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Students shall not be exposed to sound levels equal to or greater than 115 dBA.  

(6) Should the total noise exposure in vocational education and music areas exceed the 
levels specified in Table 1 of subsection (5) of this section, hearing protectors, e.g., ear 
plugs, muffs, etc., shall be provided to and used by the exposed students. Hearing 
protectors shall reduce student noise exposure to comply with the levels specified in Table 
1 of subsection (5) of this section.  

 

246-366-120 Lighting.  

(1) The following maintained light intensities shall be provided as measured 30 inches 
above the floor or on working or teaching surfaces. General, task and/or natural lighting 
may be used to maintain the minimum lighting intensities.  

   Minimum 
Foot - 
Candle 
Intensity  

General instructional 
areas including: Study halls, 
lecture rooms and libraries.  

30  

Special instructional areas where 
safety is of prime consideration or 
fine detail work is 
done including: Sewing rooms, 
laboratories (includes chemical 
storage areas), shops, drafting 
rooms and art and craft rooms.  

50  

Kitchen areas including: Food storage and preparation 
rooms.  

30  

Noninstructional areas including: Auditoriums, lunch rooms, 
assembly rooms, corridors, stairs, storerooms, and toilet 
rooms.  

10  

Gymnasiums: Main and auxiliary spaces, shower rooms and 
locker rooms.  

20  
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(2) Excessive brightness and glare shall be controlled in all instructional areas. Surface 
contrasts and direct or indirect glare shall not cause excessive eye accommodation or eye 
strain problems.  

(3) Lighting shall be provided in a manner which minimizes shadows and other lighting 
deficiencies on work and teaching surfaces.  

 

246-366-130 Food handling. 

(1) Food storage, preparation, and service facilities shall be constructed and maintained 
and operated in accordance with chapters 246-215 and 246-217 WAC. 

(2) When central kitchens are used, food shall be transported in tightly covered containers. 
Only closed vehicles shall be used in transporting foods from central kitchens to other 
schools. 

 

246-366-140 Safety. 

(1) The existence of unsafe conditions which present a potential hazard to occupants of the 
school are in violation of these regulations. The secretary in cooperation with the state 
superintendent of public instruction shall review potentially hazardous conditions in 
schools which are in violation of good safety practice, especially in laboratories, industrial 
arts and vocational instructional areas. They shall jointly prepare a guide for use by 
department personnel during routine school inspections in identifying violations of good 
safety practices. The guide should also include recommendations for safe facilities and 
safety practices. 

(2) In new construction, chemistry laboratories shall be provided with an eyewash fountain 
and a shower head for flushing in cases of chemical spill and clothing fires. If more than 
one laboratory is provided, one of each fixture will be adequate if the laboratories are in 
close proximity. 

 

246-366-150 Exemption. 

The board of health may, at its discretion, exempt a school from complying with parts of 
these regulations when it has been found after thorough investigation and consideration 
that such exemption may be made in an individual case without placing the health or safety 

http://app.leg.wa.gov/WAC/default.aspx?cite=246-215
http://app.leg.wa.gov/WAC/default.aspx?cite=246-217
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of the students or staff of the school in danger and that strict enforcement of the regulation 
would create an undue hardship upon the school. 
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